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Problem of the Day
A 0.5% polymer solution is being used as a flocculent in chemically enhanced primary treatment 
(CEPT). The average flow to the primary clarifiers is 6.5 MGD. The polymer dose that gives the 
best performance is 2.5 mg/L. What should the feed rate be (gal/hr) of the polymer dosing pump?
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Introduction
This is a chemical dosing problem. All chemical dosing problems can be described by the following 
graphic.

The basic set-up for almost all chemical dosing problems should use this schematic, where “AI” stands for 
“active ingredient,” “CFP” stands for “chemical feed pump,” “QCFP” stands for “chemical feed pump flow rate,” 
and “SG” stands for “specific gravity.”

In this schematic, AI (“Active Ingredient”) is the chemical of interest, be it chlorine, polymer, ferric chloride, 
iron, or whatever. Often the concentration of the AI in the feed solution (abbreviated “soln”) is given as a 
percentage. Chemical dosing calculations are hugely simplified if the operator expresses this percentage as 
pounds of AI per 100 pounds of solution (as discussed above). For example, a 2.5% polymer feed solution 
means there are 2.5 pounds of polymer (i.e., “dry” polymer) per 100 pounds of solution (i.e., “wet” polymer) 
pumped by the chemical feed pump. However, keep in mind that chemical feed pumping rates are typically 
given in units of, for example, gal/min, not in pounds/min. Therefore, the density of the feed solution 
containing the AI is needed to convert gallons of solution to pounds of solution and vice versa. If neither the 
density nor the SG of the solution is given, the operator can assume the density of the feed solution equals 
that of water (i.e., 8.34 lb/gal), but since it’s not water, the solution density is expressed in units of 
pounds of solution per gallon of solution (i.e., 8.34 lb soln/gal soln).

In almost all cases in wastewater treatment, the chemical feed is pumped into water, either a specified 
volume of water or a specified flow of water, to achieve a target concentration. Because many get confused, 
it should be noted that the concentration of AI either targeted or achieved in the volume or flow of water is mg 
AI/L not mg soln/L. Do not be confused by this. Note, also that “AI” occurs in only two places in the 
schematic: X lb AI/100 lb soln and mg AI/L. In summary, there are six factors to be considered when solving 
chemical dosing problems (refer to figure above):

1. Percent concentration of AI in the feed solution
2. Density or SG of the feed solution (assume equal to water if not given, 8.34 gal soln/lb soln)
3. Solution feed rate delivered by the chemical feed pump (QCFP) or the cost per gallon of solution

 

18030 Brookhurst Street, PMB 573 · Fountain Valley, California 92708 · 866-773-WWTT 
www.wastewatertechnologytrainers.com

soln

X % AI =
X lb AI

100 lb soln

(SG X 8.34) lb soln

gal soln

$

gal soln

Time

QCFP gal soln

Q gal

Time

CFP

8.34 lb

gal

L

mg AI

Generic graphic for setting up chemical dosing problems (AI = active ingredient, SG = specific gravity, CFP = chemical 
feed pump, QCFP = flow rate of chemical feed pump, and Q = process flow).

As described below, there are six pieces of information contained in this graphic. Typically, a certification 
exam question will give the examinee five of those pieces and ask to solve for the sixth. Many trainers will 
solve these kinds of problems with algebra: “Let x equal ...” If you label the information as taught by WWTT, 
the units will do the algebra for you! That’s pretty cool!

Solution
Notice in the graphic that the suction to the chemical feed pump is coming from the solution (soln) tank. 
So even though the question asks for the answer to be in gal/hr, we need to learn to be specific. Gallons 
of what per hour? Gallons of solution: gal soln/hr. Therefore, as before, these units are entered between 
heavy vertical lines followed by an equals sign and the blank solution bridge.
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 gal soln
=

hr
=

The six pieces of information shown in the graphic above, specific to this problem, are listed here (one of 
them is the unknown). Note it is very important to label each as shown. (Note $/gal soln in the graphic is 
not used in this problem, but you should know it is often given instead of No. 3, which is the unknown in 
this case.)

1. Percent active ingredient (AI = poly) in feed solution = 0.5% poly = 0.5 lb poly/100 lb soln

2. Density of solution = 8.34 lb soln/gal soln (assumed since not given in problem)

3. Solution feed rate delivered by the chemical feed pump, QCFP = unknown gal soln/hr
4. Flow rate of water to which the chemical is being dosed, Q = 6.5 Mgal/d

5. Density of water = 8.34 lb/gal

6. Concentration of active ingredient (AI = poly) in water = 2.5 mg poly/L
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In this list, the only place the units gal soln show up is in No. 2. so it is use to start the solution bridge.

 gal soln
=

gal soln

hr
=

8.34 lb soln  

The units in the denominator, lb soln, need to be canceled. No. 1 is the only other place in the list with 
these units so it is entered next on the solution bridge. The unwanted units cancel, denominator and 
numerator.

 gal soln
=

gal soln 100 lb soln

hr
=

8.34 lb soln 0.5 lb poly

The units in the denominator, lb poly, need to be canceled. The units lb poly don’t appear anywhere else 
in the list, but mg poly do (No. 6). This is entered on the solution bridge so the unit poly cancels in the 
denominator and numerator.

 gal soln
=

gal soln 100 lb soln 2.5 mg poly  

hr
=

8.34 lb soln 0.5 lb poly L

The units mg/L are canceled by using the conversion factor M∙mg/L entered so the units cancel 
denominator and numerator.

 gal soln
=

gal soln 100 lb soln 2.5 mg poly L

hr
=

8.34 lb soln 0.5 lb poly L M∙mg

The M in this conversion factor reminds us that we need an Mgal to cancel the Ms. The units Mgal only 
show up in No. 4 so it is entered so the Ms cancel denominator and numerator.

 gal soln
=

gal soln 100 lb soln 2.5 mg poly L 6.5 Mgal  

hr
=

8.34 lb soln 0.5 lb poly L M∙mg d

Both lb and gal cancel when the density of water (No. 5) is entered.

 gal soln
=

gal soln 100 lb soln 2.5 mg poly L 6.5 Mgal 8.34 lb

hr
=

8.34 lb soln 0.5 lb poly L M∙mg d gal

Currently the unit d is in the denominator of the solution bridge, but we need hr so 24 hr/d is used to 
cancel the unwanted units and get the time unit needed in the answer. Since all the units have cancelled 
except those that are needed in the answer (in bold), the solution bridge is complete. The arithmetic gives 
the answer.

 gal soln
=

gal soln 100 lb soln 2.5 mg poly L 6.5 Mgal 8.34 lb d

hr
=

8.34 lb soln 0.5 lb poly L M∙mg d gal 24 hr
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 gal soln
=

gal soln 100 lb soln 2.5 mg poly L 6.5 Mgal 8.34 lb d

hr
=

8.34 lb soln 0.5 lb poly L M∙mg d gal 24 hr

 100 x 2.5 x 6.5 x 8.34 ÷ 8.34 ÷ 0.5 ÷ 24 = 135 gal soln/hr.

Discussion
This approach makes all chemical dosing problems pretty easy. The trick is in the labeling. Get the 
labeling down and you’ll have these problems licked. Practice, practice, practice.

Happy calculating! Let us know, by leaving a comment, if you want us to do a specific problem, if 
you see a mistake, or if you have a question on any of the Problems of the Day you are looking at.
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